# SIX-MONTH SURVEILLANCE

**DISTRICT:** Chico Unified School District  
**DATE:** Dec 4, 1990  
**SCHOOL:** Loma Vista Elementary  
**INSPECTOR:** Robert Peters

<table>
<thead>
<tr>
<th>BLDG.</th>
<th>HOMOG. MAT.#</th>
<th>ASBESTOS MATERIAL</th>
<th>LOCATION</th>
<th>CONDITION: CODE &amp; COMMENTS</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>9&quot; VFT</td>
<td>1-5</td>
<td>Hall, Rms 15,17,14,11</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Hard plas</td>
<td>1-5</td>
<td>Rm 13 RR, Rm 16 RR</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Soft plas</td>
<td>1-5</td>
<td>Rm 13 RR, Rm 8 Men’s RR, Rm7</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Soft plas</td>
<td>1-5</td>
<td>Rm 6 Women’s RR, Rm 16</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>PW Str &amp; Debris</td>
<td>55-65</td>
<td>Attic</td>
<td>2-4</td>
</tr>
<tr>
<td>2</td>
<td>PW Str</td>
<td>70-75</td>
<td>Boiler Room</td>
<td>(4)</td>
</tr>
<tr>
<td>2</td>
<td>PW Cnr</td>
<td>5-10</td>
<td>Boiler Room</td>
<td>1-4</td>
</tr>
</tbody>
</table>

## CONDITION CODES

- **GENERAL CONDITION:**  
  1. GOOD  
  2. DAMAGED  
  3. SIGNIFICANTLY DAMAGED (25% OR MORE)

- **CHANGE IN CONDITION:**  
  4. NO  
  5. YES (IF YES, EXPLAIN UNDER COMMENTS)

- **ABATED:**  
  6. REPAIRED  
  7. REMOVED  
  8. ENCAPSULATED  
  9. ENCLOSED  
  10. ISOLATED & RESTRICTED

- **MISC:**  
  11. INACCESSIBLE, NO SURVEILLANCE DATA  
  12. OTHER (EXPLAIN UNDER COMMENTS)
<table>
<thead>
<tr>
<th>BLDG.</th>
<th>HOMOG. MAT. #</th>
<th>ASBESTOS MATERIAL</th>
<th>LOCATION</th>
<th>CONDITION: CODE &amp; COMMENTS</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>12&quot; VFT</td>
<td>10-15</td>
<td>MPR, RR, Kitchen, Classrooms, open areas, special purpose</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Mud Jnts</td>
<td>Assumed</td>
<td>B/R room</td>
<td>5-3 1 Jnt P.W. around valve</td>
</tr>
<tr>
<td>6</td>
<td>PW Str</td>
<td>70-75</td>
<td>Attic</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Tran panel</td>
<td>Assumed</td>
<td>Above all doors and B/R</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Duct box</td>
<td>Assumed</td>
<td>B/R room</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Boil Linr</td>
<td>10-15</td>
<td>Boiler room</td>
<td>1-4</td>
</tr>
</tbody>
</table>

**CONDITION CODES**

**GENERAL CONDITION:**

(1) GOOD  (2) DAMAGED  (3) SIGNIFICANTLY DAMAGED (25% OR MORE)

**CHANGE IN CONDITION:**

(4) NO  (5) YES (IF YES, EXPLAIN UNDER COMMENTS)

**ABATED:**

(6) REPAIRED  (7) REMOVED  (8) ENCAPSULATED  (9) ENCLOSED  (10) ISOLATED & RESTRICTED

**MISC:**

(11) INACCESSIBLE, NO SURVEILLANCE DATA  (12) OTHER (EXPLAIN UNDER COMMENTS)
**SIX-MONTH SURVEILLANCE**

**DISTRICT**  Chico Unified School District  
**DATE**  July 7, 1990  
**SCHOOL**  Loma Vista Elementary  
**INSPECTOR**  Robert Peters

<table>
<thead>
<tr>
<th>BLDG.</th>
<th>HOMOG. MAT.#</th>
<th>ASBESTOS MATERIAL</th>
<th>LOCATION</th>
<th>CONDITION: CODE &amp; COMMENTS</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>9&quot; VFT</td>
<td>1-5</td>
<td>Hall, Rms 15,17,14,11</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Hard plas</td>
<td>1-5</td>
<td>Rm 13 RR, Rm 16 RR</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Soft plas</td>
<td>1-5</td>
<td>Rm 13 RR, Rm 8 Men's RR, Rm7</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>Soft plas</td>
<td>1-5</td>
<td>Rm 6 Women's RR, Rm 16</td>
<td>1-4</td>
</tr>
<tr>
<td>2</td>
<td>PW Str &amp; Debris</td>
<td>55-65</td>
<td>Attic</td>
<td>2-4</td>
</tr>
<tr>
<td>2</td>
<td>PW Str</td>
<td>70-75</td>
<td>Boiler Room</td>
<td>2-5 &lt;1% water damaged</td>
</tr>
<tr>
<td>2</td>
<td>PW Cnr</td>
<td>5-10</td>
<td>Boiler Room</td>
<td>1-4</td>
</tr>
</tbody>
</table>

**CONDITION CODES**

GENERAL CONDITION:  
(1) GOOD  (2) DAMAGED  (3) SIGNIFICANTLY DAMAGED (25% OR MORE)

CHANGE IN CONDITION:  
(4) NO  (5) YES (IF YES, EXPLAIN UNDER COMMENTS)

ABATED:  
(6) REPAIRED  (7) REMOVED  (8) ENCAPSULATED  (9) ENCLOSED  (10) ISOLATED & RESTRICTED

MISC:  
(11) INACCESSIBLE, NO SURVEILLANCE DATA  (12) OTHER (EXPLAIN UNDER COMMENTS)
# SIX-MONTH SURVEILLANCE

**DISTRICT**  Chico Unified School District  
**DATE**  July 7, 1990  
**SCHOOL**  Loma Vista Elementary  
**INSPECTOR**  Robert Peters

<table>
<thead>
<tr>
<th>BLDG.</th>
<th>HOMOG.</th>
<th>ASBESTOS MATERIAL</th>
<th>LOCATION</th>
<th>CONDITION: CODE &amp; COMMENTS</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>12&quot; VfT</td>
<td>10-15</td>
<td>MPR, RR, Kitchen, Classrooms, open areas, special purpose</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Mud Jnts</td>
<td>Assumed</td>
<td>B/R room</td>
<td>2-4</td>
</tr>
<tr>
<td>6</td>
<td>PW Str</td>
<td>70-75</td>
<td>Attic</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Tran panl</td>
<td>Assumed</td>
<td>Above all doors and B/R</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Duct box</td>
<td>Assumed</td>
<td>B/R room</td>
<td>1-4</td>
</tr>
<tr>
<td>6</td>
<td>Boil linr</td>
<td>10-15</td>
<td>Boiler room</td>
<td>1-4</td>
</tr>
</tbody>
</table>

## CONDITION CODES

**GENERAL CONDITION:**  
(1) GOOD  
(2) DAMAGED  
(3) SIGNIFICANTLY DAMAGED (25% OR MORE)

**CHANGE IN CONDITION:**  
(4) NO  
(5) YES (IF YES, EXPLAIN UNDER COMMENTS)

**ABATED:**  
(6) REPAIRED  
(7) REMOVED  
(8) ENCAPSULATED  
(9) ENCLOSED  
(10) ISOLATED & RESTRICTED

**MISC:**  
(11) INACCESSIBLE, NO SURVEILLANCE DATA  
(12) OTHER (EXPLAIN UNDER COMMENTS)
MEMORANDUM

TO: Corin Meester, Principal
    Loma Vista School

FROM: Kirby White
      Director of Maintenance and Operations/Facilities Planner

DATE: November 9, 1990

SUBJECT: Six-Month AHERA surveillance report

Please find attached the most recent 6 month AHERA surveillance report for your site. Please include this in the rear most section of your AHERA inspection and management plan. If you do not have or cannot find this item at your location, please contact me. I will forward a copy to you.

Thank you for your assistance.

jm
OM77901.mem

Attachment
## SIX-MONTH SURVEILLANCE

**District:** Bute Co. Office of Education  
**School:** Loma Vista  
**Date:** 11/7/90  
**Inspector:** Tom Smith

<table>
<thead>
<tr>
<th>Building</th>
<th>Homog Mat</th>
<th>Asbestos Material</th>
<th>Location</th>
<th>Condition Code/Comments</th>
</tr>
</thead>
<tbody>
<tr>
<td>Trailer</td>
<td></td>
<td>≤ 1</td>
<td>Acoustical Ceiling Panel</td>
<td>(7) Good Water Stained Small Stuff</td>
</tr>
</tbody>
</table>

## CONDITION CODES

**General Condition:**  
(1) Good  (2) Damaged  (3) Significantly Damaged (Damaged 25% or more)

**Change in Condition:**  
(4) No  (5) Yes [If Yes, Explain Under Comments]

**Abated:**  
(6) Repaired  (7) Removed  (8) Encapsulated  (9) Enclosed  (10) Isolated & Restricted

**Misc:**  
(11) Inaccessible, No Surveillance Data  (12) Other [Explain under Comments]

D:/forms/6mosurvl/surveill.6mo 4-90